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CITY OF BEVERLY HILLS

PUBLIC WORKS DEPARTMENT

TO:

FROM:

DATE:

SUBJECT:

ATTACHMENTS:

Staff is requesting feedback on how the Comission would like to be involved in a planned
Residential Street Lighting Pilot Program, which will take place in the late-Fall and early-Winter
of 2016117 as part of the energy performance contract with Climatec, LLC (“Climatec”).

The purpose of the pilot program is to assess the feasibility of proposed energy-efficient
streetlight options, which will help the City achieve long-term energy savings as part of a larger
system-wide streetlight upgrade to light-emitting diode (“LED”) luminaires. Current City
residential street light fixtures consist primarily of cobrahead high-pressure sodium fixtures and
constitute a large portion of City energy consumption. It is estimated that 19% of the City of
Beverly Hills’ (municipal government) annual electricity use is attributed to street lighting,
resulting in $367,000 in annual electricity costs for City-owned streetlights alone.

During the pilot, the City will seek input from public stakeholders, Commissioners and various
City departments to determine the suitability of light performance characteristics and luminaire
aesthetics within Beverly Hills. The proposed pilot program consists of eight major milestones.

Proposed Residential LED Street Lighting Pilot
Milestone Tentative Timeline

1. Select pilot LED street lighting luminaires
2. Determine residential test streets

Late August — Early September3. Develop subjective lighting evaluation and survey
for the_test_areas

4. Order and install sample luminaires and wireless
outdoor lighting management system

September — Early November5. Reach out to public stakeholders regarding pilot
program

6. Conduct a lighting evaluation and survey with Mid-Novemberpublic_stakeholders
7. Conduct analysis of energy performance and

Decembersurvey_results
8. Present results to Public Works Commission January 12, 2017

MEMORANDUM

PUBLIC WORKS COMMISSION

Trish Rhay, Assistant Director of Public Works

Logan Phillippo, Management Analyst IL

August 11,2016

RESIDENTIAL LIGHT-EMITTING DIODE (LED) STREET LIGHTING
PILOT PROGRAM

1. Proposed Pilot Program Test Areas



A lighting design and engineering consultant has suggested eight locations for installing sample
LED fixtures, which are described and shown on a map in Attachment 1. Per agreed upon
terms, the City may select two locations to install sample lighting with 10 sample LED luminaires
at each location. It is recommended that any street selected should be accessible (not private)
and ideally have a sidewalk for safety during nighttime evaluations.

Staff recommends the formation of an Ad-Hoc Subcommittee comprised of Public Works
commissioners, City staff and project consultants. The Ad-Hoc Subcommittee would have the
following responsibilities.

• Make decisions regarding luminaries and survey logistics
• Conduct a night-time lighting survey (during mid-November)
• Meet once before and once after the lighting survey

In lieu of a subcommittee as described above, the Commission may choose to provide feedback
to staff updates during regularly scheduled Public Works Commission meetings over the next
five-to-six months.

Staff will be able to answers questions regarding the proposed pilot program during the August
11, 2016, Public Works Commission meeting.
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City of Beverly Hills — Residential Street Lighting Assessment

Suggested Street Sections

Clanton & Associates proposes the following eight representative street sections in the City of Beverly
Hills to be considered for use in the residential street lighting assessment. The City, Public Works
Commission, and other stakeholders, as needed, shall provide feedback on the proposed street
sections, and propose alternate locations if desired. Any street selected should be accessible (not
private) and ideally have a sidewalk for safety during the nighttime evaluations. A street without a
sidewalk may be selected if the City believes it safe to walk on the street during the evaluation
process. The proposed streets shall be narrowed down to two for use in the assessment.

• Wallace Ridge (between Loma Vista Drive and N. Hillcrest Road)
• Doheny Road (between Loma Vista Drive and Calle Vista Drive)
• Foothill Road (between Lomitas Avenue and Elevado Avenue)
• S. Bedford Drive (between Charleville Boulevard and W. Olympic Boulevard)
• Benedict Canyon Drive (between Sunset Boulevard and Lexington Road)
• Coldwater Canyon Drive (between Loma Linda Drive and Lago Vista Drive)
• Laurel Way (between N. Beverly Drive and Shadow Hill Way)
• Summit Drive (between Benedict Canyon Drive and Carolyn Way)

Street sections are highlighted on a map on the following page.

4699 Nautilus Court South, Suite 102, Boulder, co 80301 Tel 303-530-7229 Fax 303-530-7227
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